
DISTRICT OF COLUMBIA WATER AND SEWER AUTHORITY 
5000 OVERLOOK AVENUE, S.W. WASHINGTON, b . C. 20032 

Mr. George S. Rizzo 
US Envirorunental Protection Agency, Region III 
D.C. PWSS Program Manager 
Drinking Water Section (3WM41) 
1650 Arch Street · 
Philadelphia, P A 191 07 

Subject: Lead and Copper Program 
Monitoring Period Jan 01, 2003 - June 30, 2003 

Dear Mr. Rizzo: 

Enclosed are the lead, copper and iron results of the subject-sampling period. There were a 
total of 104 sites from which first and second draw samples were analyzed. The 90th 
percentile computation are as indicated below: 

The "First Draw" lead is 0.040 mg/L and "Second Draw" lead is 0.021 mg!L 

The "First Draw" copper is 0.106 mg/L and "Second Draw" copper is 0.034mg/L 

Also, enclosed are laboratory Lead and Copper tap monitoring, WQP-DIS and WQP-POE 
reports. 

The calculated 90'h percentile for first and second draw oflead concentrations are above the 
established action level of0.015 mg/L while copper concentrations are below the 
established action level of 1.3 mg/L. 

Sincerely, 

ChuJJstJhwk 
Michael S. Marcotte, P.E., DEE 
Chief Engineer 
Deputy General Manager 

Enclosures 

DWS/WQD/SO 
Lead & Copper - 07/29/2003 



Water Quality Division 
D•slrtcl of Columbia Wllter and Sewer Aulhonty 

Department of Water Services 
301 Bryant Street, N.W., Wuhington, DC 20001 

LE.AO & COPPER PROGRAM 
MONITORING PERIOD JAN. 01, 2003-JUNE 30,2003 



Water Quality Division 
District of Columbia Water and s-er AuthOrity 

Department ot W~er Servi~a 
301 Bryant Sti'Mt, H.W., Washington, DC 20001 

l£AD & COPPER PROGRAM 
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• 

Water Quality Division 
D•strict of Columbia Water and Sewer Authority 

Department of Water Services 
301 Bryant Street, N.W., Washington, DC 20001 

lEAD & COPPER PROGRAM 
MONITORING PERIOD JAN. 01, 2003-JUNE 30, 2003 

The hiQhhghled sites above indicate hi!]h lead concentrations above EPA Action level ( Al= 0.015 mgll..) for this monitoring period. 
II you have any questions. please call Water Quality Division at (202) 612-34<40. 
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Date 

1/112003 

1/2/2003 

1/3/2003 

1/412003 

1/5/2003 

1/612003 

1/712003 

1/812003 

119/2003 

1/1012003 

1/1112003 

1/1212003 

1/13/2003 

1/14/2003 

1/15/2003 

1/1612003 

1/1712003 

1/1812003 

111912003 

1120/2003 

1/2112003 

112212003 

112312003 

1/2412003 

112512003 

1/26/2003 

1/27/2003 

Army Corps of Engineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

Report Date: 7/1112003 

Dalecarlia Water treatment Plant McMillan Water Treatmen* Plant 

Lime Dosage 
(lbs/MG) 

89 

90 

112 

125 

120 

118 

124 

138 

131 

126 

118 

115 

113 

96 

91 

86 

82 

87 

85 

81 

90 

103 

102 

101 

104 

pH 

8.36 

8.35 

8.26 

8.29 

6.38 

8.28 

8.32 

8.30 

8.53 

8.51 

8.49 

8.39 

8.41 

8.42 

8.40 

8.52 

8.43 

8.42 

8.36 

8.45 

8.40 

8.37 

0.05 

8.29 

8.48 

8.39 

8.32 

Lime Dosage 
(lbs/MG) 

104 

130 

102 

118 

117 

114 

121 

91 

89 

102 

100 

90 

88 

71 

53 . 

73 

61 

59 

51 

54 

56 

49 

71 

37 

50 

64 

69 

pH 

8.23 

8.21 

8.50 

8.47 

8.53 

8.61 

8.38 

8.45 

8.37 

8.31 

8.50 

8.54 

8.56 

8.49 

8.35 

8.45 

8.45 

8.44 

8.46 

8.45 

8.45 

8.42 

8.36 

8.53 

8.38 

8.41 

8.40 
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Date 

1/2812003 

1/29/2003 

1/3012003 

1/31/2003 

211/2003 

21212003 

21312003 

21412003 

21512003 

21612003 

217/2003 

21812003 

21912003 

2110/2003 

2111/2003 

211212003 

2113/2003 

2114/2003 

2115/2003 

2116/2003 

2117/2003 

2118/2003 

2119/2003 

2120/2003 

2121/2003 

212212003 

2123/2003 

Army Corps of E_ngineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

Report Date: 7/11/2003 

Dalecarlia Water treatment Plant McMillan Water Treatment Plant 

Lime Dosage 
(lbs/MG) 

97 

60 

98 

94 

87 

91 

90 

88 

105 

99 

100 

116 

132 

124 

113 

102 

99 

93 

88 

87 

88 

71 

102 

108 

109 

106 

119 

pH 

8.39 

8.19 

8.46 

8.51 

8.40 

8.47 

8.43 

8.37 

8.40 

8.53 

8.47 

8.41 

8.43 

8.49 

8.50 

8.45 

8.51 

8.46 

8.45 

8.39 

8.47 

8.46 

8.44 

8.42 

8.41 

8.42 

8.36 

Lime Dosage 
(lbs/MG) 

91 

88 

123 

144 

89 

122 

94 

88 

84 

81 

119 

104 

98 

103 

116 

80 

57 

73 

66 

57 

57 

57 

65 

62 

84 

97 

96 

pH 

8.34 

8.33 

8.46 

8.35 

8.46 

8.48 

8,46 

8.33 

8.32 

8.28 

8.49 

8.41 

8.43 

8.37 

8.48 

8.43 

8-43 

8.43 

8.46 

8.46 

8.43 

. 7.99 

8.44 

8.46 ' 

8.52 

8.43 

8.40 
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Date 

2124/2003 

2125/2003 

2126/2003 

2127/2003 

2128/2003 

3/1/2003 

3/212003 

3/312003 

3/4/2003 

3/512003 

31612003 

. 3/7/2003 

3/8/2003 

31912003 

3/1012003 

3/11/2003 

3/1212003 

3/1312()03 

3/14/2003 

3/1512003 

3/16/2003 

. 3/17/2003 

3/1812003 

3/19/2003 

3120/2003 

3/21/2003 

3122/2003 

Amty Corps of Engineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

Report Date: 7/11/2003 

Dalecarlla Water treatment Plant McMillan Water Treatment Plant 

Lime Dosage 
(lbs/MG) 

157 

182 

156 

150 

132 

132 

124 

119 

123 

148 

151 

139 

143 

151 

170 

147 

134 

134 

48 

124 

126 

121 

119 

135 

136 

136 

169 

pH 

8.19 

8 .50 

8.14 

8 .57 

8.61 

8 .61 

8 .58 

8 .52 

8.48 

8 .14 

8.51 

8.44 

8.42 

8 .43 

8 .43 

8.55 

8.48 

8.51 

3.55 

8.32 

8 .28 

8.46 

8.40 

8 .36 

8.42 

8.39 

8.45 

Lime Dosage 
(lbs/MG) 

83 

81 

95 

92 

123 

148 

149 

148 

115 

149 

120 

87 

102 

94 

104 

88 

94 

103 

120 

110 

132 

104 

111 

114 

115 

97 

84 

pH 

8 .51 

8 .41 

8.42 

8.29 

8 .31 

8.31 

8.37 

8.47 

8 .55 

8 .38 

8 .39 

8.49 

8.41 

8 .43 

8.30 

8 .40 

8.42 

8.39 

8.48 

8 .48 

8.58 

8.49 

8 .45 

8.36 

8.44 

8 .45 

8.45 
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Date 

3/2312003 

3124/2003 

3125/2003 

3/2612003 

3/2712003 

3128/2003 

312912003 

3/3012003 

3/3112003 

4/112003 

41212003 

4/312003 

4/412003 

4/512003 

4/6/2003 

4/712003 

4/812003 

4/9/2003 

4/1012003 

4/11/2003 

4/1212003 

4/13/2003 

4/14/2003 

4/1512003 

4/1612003 

411712003 

4/1812003 

Army Corps of Engineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

RepOrt Qate: 7/11/2003 

Dalecarlia Water treatment Plant McMillan Water Treatment Plant 

Lime Dosage 
(lbs/MG) 

186 

183 

163 

117 

131 

125 

126 

128 

124 

128 

146 

142 

115 

134 

135 

148 

129 

120 

105 

101 

112 

111 

113 

111 

111 

113 

109 

pH 

8.30 

8.59 

8.58 

8.52 

8.49 

8.58 

8.40 

8.32 

8.52 

8.41 

8.50 

8.54 

8.49 

8.34 

8.39 

8.44 

8.53 

8.40 

8.40 

8.42 

8.48 

8.46 

8.48 

8.45 

8.39 

8.24 

8.44 

Lime Dosage 
(lbs/MG) 

90 

149 

124 

161 

109 

120 

134 

93 

99 

89 

96 

93 

93 

87 

71 

117 

86 

92 

77 

64 

101 

57 

95 

95 

128 

130 

109 

pH 

8.37 

8.37 

8.36 

8.48 

8.44 

8.40 

8.46 

8.49 

8.46 

8.44 

8:34 

8.33 

8.39 

8.41 

8.39 

8.44 

8.39 

8.44 

8.33 

8.63 

8.42 

8.44 

8.41 

8.31 

8.35 

8.44 

8.45 
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Date 

4/1912003 

4/20/2003 

4121/2003 

4/2212003 

412312003 

4124/2003 

4/2512003 

412612003 

4127/2003 

412812003 

412912003 

4/30/2003 

51112003 

512/2003 

51312003 

. 514/2003 

51512003 

5/612003 

517/2003 

5/812003 

519/2003 

5/1012003 

5/1112003 

5/1212003 

5/13/2003 

5/14/2003 

5/1512003 

Army Corps of Engineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

Report Date: 7/1112003 

Dalecarlia.Water treatment Plant McMillan Water Treatment Plant 

Lime Dosage · 
(lbs/MG) 

110 

111 

108 

93 

99 

98 

99 

115 

101 

100 

99 

104 

110 

104 

107 

109 

116 

116 

128 

121 

129 

145 

142 

147 

158 

145 

152 

pH 

8.33 

8.36 

8.45 

8.28 

8.29 

8.17 

8.16 

8.14 

8.10 

8.11 

8.14 

8.10 

8.10 

. 8.16 

8.10 

7.99 

8.10 

8.06 

8.02 

8.09 

8.10 

7.98 

8.09 

8.09 

7.98 

8.05 

7.95 

Lime Dosage 
(lbs/MG) 

112 

132 

121 

112 

107 

59 

60 

69 

75 

73 

83 

73 

74 

86 

63 

102 

79 

78 

92 

73 

76 

75 

85 

82 

78 

69 

56 

pH 

8.40 

8.47 

8.41 

8.42 

8.49 

8.46 

8.28 

8.29 

8.28 

8.27 

8.27 

8.27 

8.20 

8.20 

8.22 

8.20 

8.20 

8.16 

8.33 

7.94 

7.89 

7.86 

7.82 

7.96 

8.12 

8.15 

8.09 
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Date 

5/16/2003 

5117/2003 

5/18/2003 

5119/2003 

512012003 

5121/2003 

512212003 

5/2312003 

5/24/2003 

5/2512003 

512612003 

5127/2003 

5128/2003 

5129/2003 

5130/2003 

5/31/2003 

6/1/2003 

6/212003 

61312003 

6/412003 

6/512003 

6/6/2003 

6/7/2003 

6/8/2003 

6/9/2003 

6110/2003 

6/11/2003 

Army Corps of Engineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

Report Date: 7/11/2003 

Dalecarlia Water treatment Plant McMillan Water Treatment Plant 

Lime Dosage 
(lbs/MG) 

132 

169 

207 

190 

173 

165 

154 

142 

168 

162 

176 

177 

174 

169 

162 

167 

162 

171 

201 

175 

157 

139 

163 

152 

161 

149 

165 

pH 

8.00 

7.95 

7.97 

8.05 

8.11 

7.97 

8.01 

8.02 

8.01 

7.97 

8.05 

7.90 

7.99 

8.07 

8.22 

8.01 

8.05 

' 7.94 

8.05 

8.12 

7.99 

8.03 

8.00 

8.01 

8.00 

8.05 

8.03 

Lime Dosage 
(lbs/MG) 

71 

63 

83 

90 

82 

100 

101 

110 

102 

108 

153 

113 

92 

105 

109 

117 

112 

121 

55 

70 

79 

97 

87 

81 

137 

131 

98 

pH 

8.17 

8.07 

8.11 

8.07 

8.02 

8.07 

7.96 

7.98 

8:03 

8.10 

8.13 

8.03 

7.92 

8.05 

7.96 

7.96 

8.08 

8.26 

8.13 

8.05 

8.00 

8.05 

8.03 

8.01 

7.96 

7.93 

8.17 
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Date 

6/1212003 

6/1312003 

6/14/2003 

6/1-512003 

6/16/2003 

611712003 

6/18/2003 

6/19/2003 

6/20/2003 

6/21/2003 

6/2212003 

612312003 

6/24/2003 

6/2512003 

6/26/2003 

6/27/2003 

6/28/2003 

6/29/2003 

6/30/2003 

Army Corps of Engineers 

Washington Aqueduct Laboratory 

Lime and pH Data for the Lead and Copper Rule 

Report Date: 7/11/2003 

Dalecarlia Water treatment Plant McMillan Water Treatment Plant 

Lime Dosage 
(lbsiMG) 

164 

166 

196 

135 

191 

173 

159 

135 

136 

133 

149 

132 

134 

139 

141 

137 

151 

132 

113 

Reviewed By: 

pH 

8.03 

8.12 

8.05 

8.03 

8.05 

8.03 

8.02 

8.03 

8.02 

8.10 

7.90 

8.02 

7.98 

8.01 

8.11 

7.89 

7.86 

7.81 

7.84 

Elizabeth Tumer, Laboratory Manager 

Lime Dosage 
(lbsiMG) 

120 

140 

112 

143 

155 

119 

106 

121 

120 

70 

80 

92 

85 

56 

79 

92 

77 

101 

111 

pH 

7.99 

8.17 

8.07 

8.07 

8.20 

8.17 

8.14 

8.08 

8.18 

8.15 

8.05 

8.09 

8.35 

8.13 

8.06 

8.02 

8.08 

8.04 

0.07 

7/11/2003 
Date 

Washington Aqueduct Laboratory 5900 MacArthur Blvd. N.W. Washington D.C. 20315 (202) 764-0732 Fax (202) 764-2401 
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Collection Date: 

11212003 

1/312003 

1/612003 

1fl/2003 

1/812003 

1/912003 

1/10/2003 

1/1312003 

1/1412003 

1/1512003 

1/1612003 

1/1712003 

1121/2003 

1/2212003 

1/2312003 

112412003 

112712003 

1/2812003 

1/29/2003 

1/3012003 

1/31/2003 

21312003 

21412003 

21512003 

21612003 

2fl/2003 

2110/2003 

2111/2003 

211212003 

211312003 

211412003 

211912003 

212012003 

- · ~ - - ~ 4 ~ - - -· - - - - ·- - -- - - ---- . - -

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certificaljon Number: DC00005 

Daleoarlia Entry Point Alkalinity Report 

Report Date: 7fl/2003 

location Parameter 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Pla(lt Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 ·Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 • Plant.Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

-18 • Plant Effluent Alkalinity 

· 18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

Result 

65 mg/L 

62 mg/L 

45 mg/L 

46 mg/L 

48 mg/L 

53 mg/L 

54 mg!L 

61 mgiL 

63 mg/L 

64 mg/L 

67 (1'19/L 

67 mg/L 

78 mg!L 

78 mg/L 

79 mg!L 

85 mg/L 

99 mg/L 

95 mg/L 

85 mg/L 

94 mg/L 

99 mg/L 

91 mg/L 

90 mg/L 

91 mg/L 

90 mg/L 

85 mg!L 

79 mg!L 

81 mg/L 

87 mg/L 

49 mg/L 

83 mg!L 

88 mg/L 

83 mg/L 



Collection Date: 

2121/2003 

2124/2003 

212512003 

2126/2003 

212712003 

212812003 

31312003 

314/2003 

315/2003 

316/2003 

3(7/2003 

3/1012003 

3111/2003 

3112/2003 

311312003 

3114/2003 

3117/2003 

311812003 

311912003 

3/2012003 

3121/2003 

3124/2003 

312512003 

312612003 

312812003 

3131/2003 

4/1/2003 

412/2003 

4/3/2003 

4/4/2003 

4f7/2003 

4/8/2003 

4/1012003 

US Army Co~ps of Engineers 

Washington Aqueduct Laboratory 
lab 'Certification Number: DCOOOOS 

Dalecarlia Entry Point Alkalinity Report 

Report Date: 7 f712003 

Location Parameter 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity · 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Al~linity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

' 18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

5900 MacArthur Blvd. NW. Washington DC 20315 Phone (202) 7.64-0732 Fax (202) 764-2401 

Result 

84 mQIL 

61 mg/l 

45 mg/L 

50 mg/l 

47 mg/L 

48 mgll 

54 mg/L 

58 mgll 

53 mgll 

55 mg/L 

56 mgll 

47 mg/l 

47 mg/l 

48 mg/L 

47 mgll 

49 mg/l 

54 mgll 

51 mgll 

54 mgll 

55 mgll 

54 mg/L 

48 mgll 

47 mgiL 

52 mgll 

59 mgll 

69 mgll 

67 mgll 

65 mgll 

67 mg/L 

70 mgiL 

71 mgll 

70 mgll 

68 mgll 



Collection Date: 

4/1112003 

4/1412003 

4/1512003 

4/1612003 

4/1712003 

4/1812003 

4/2112003 

4/2212003 

412312003 

412412003 

4/2512003 

412812003 

4129/2003 

4/3012003 

5/112003 

51212003 

5/512003 

5/612003 

517/2003 

5/812003 

5/912003 

5/1212003 

5/1312003 

5/1412003 

5/15/2003 

5/1612003 

5/1912003 

5/2012003 

5121/2003 

5122/2003 

5123/2003 

5127/2003 

5128/2003 

US Army Corps of Engineer$ 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Dalecarlia Entry Point Alkalinity Report 

Report Date: · 71712003 

location Parameter 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 ·Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 • Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent AlkalinitY 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - "Plant Effluent Alkalinity 

18 • Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18- Plant Effluent Alkalinity 

18 • Plant Effluent Alkalinity 

18 - Plant Effluent Alkalinity 

18 • Plant Effluent Alkalinity 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

Result 

69 mgll 

52 mgiL 

51 mg/L 

51 mg/L 

55 mg/L 

58 mg/L 

65 mgll 

66 mgll 

71 mg/L 

72 mgll 

74 mg/L 

73 mgll 

74 mgll 

73 mgll 

74 mg/l 

76 mgll 

80 mg/l 

80 mgll 

80 mgll 

81 mg/l 

79 mg/L. 

69 mgll 

63 mgll 

53 mgll 

49 mgll 

50 mgll 

47 mgll 

49 ~giL 

53 mgll 

56 mg/L 

56 mg/L 

57 mg/L 

58 mg/L 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Dalecarlia Entry Point Alkalinity Report 

Report Date: 7n/2.003 

Collection Date: Location Parameter Result 

5/2912003 18 • Plimt Effluent Alkalinity 62 mg/L 

5/30/2003 18 ·Plant Effluent Alkalinity 66 mg/L 

6/2/2003 18 ·Plant Effluent Alkalinity 6.7 mg/L 

6/3/2003 18 ·Plant Effluent Alkalinity 59 mg/L 

6/4/2003 18 • Plant Effluent Alkalinity 66 mg/L 

6/5/2003 18 ·Plant Effluent Alkalinity 67 mg/L . 

6/6/2003 18 • Plant Effluent Alkalinity 59 mg/L 

6/9/2003 18 • Plant Effluent Alkalinity 52 mg/L 

6/10/2003 18 • Plant Effluent Alkalinity 54 mg/L 

6/11/2003 18 • Plant Effluent Alkalinity 58 mg/L 

6/12/2003 18 • Plant Effluent Alkalinity 60 n:tQIL 

6/1312003 18 • Plant Effluent Alkalinity 61 mg/L 

6/16/2003 18 ·Plant Effluent Alkalinity 60 mg/L 

6/17/2003 18 • Plant Effluent Alkalinity 62 mg/L 

6/18/2003 18 • Plant Effluent Alkalinity 62 mg/L 

6/19/2003 18 • Plant Effluent Alkalinity 66 mg/L 

6/20/2003 18 • Plant Effluent Alkalinity 66 mg/L 

6/23/2003 18 • Plant Effluent Alkalinity 67 mg/L 

6/24/2003 18 ·Plant Effluent Alkalinity 63 mg/L 

6/2512003 18 • Plant Effluent Alkalinity 62 mg/L 

6/26/2003 18 • Plant Effluent Alkalinity 68 mg/L 

6/27/2003 18 • Plant Effluent Alkalinity 62 mg/L. 

?n/2003 

Reviewed By: Elizabeth Turner, Laboratory Manager Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764·0732 Fax (202) 764·2401 



Collection Date: 

1/1/2003 

1/3/2003 

1/6/2003 

1{7/2003 

1/812003 

119/2003 

1/10/2003 

1/1312003 

1/14/2003 

1/1512003 

1/1612003 

1/17/2003 

1/21/2003 

1/22/2003 

1/2312003 

1/24/2003 

1/27/2003 

1/2812003 

1/29/2003 

1/30/2003 

1/31/2003 

2/312003 

2/4/2003 

2/5/2003 

2/6/2003 

. 2f7/2003 

2/10/2003 

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

McMillan Entry Point Alkalinity Report 

Report Date: 7f7/2003 

Location Parameter 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearweli . Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell · Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South ClearweU Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity · 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

Result 

51 mg/L 

53 mgiL 

49 mgiL 

46 mgiL 

44 mg/L . 

42 mg/L 

42 mg/L 

40 mgiL 

43 mg/L 

44 mg/L 

48 mg/L 

50 mgiL 

58 mg/L 

60 mg/L 

63 mg/L 

68 mg/L 

75 mg!L 

80 mgiL 

95 mg/L 

88 mg/L 

89 mg/L 

90 mg/L 

94 mg/L 

90 mg/L 

88 mg/L 

88 mg/L 

84 mg/L 



Collection Date: 

2111/2003 

211212003 

211312003 

2114/2003 

211912003 

212012003 

2121/2003 

2124/2003 

212512003 

212612003 

212712003 

212812003 

31312003 

314/2003 

31512003 

317/2003 

3110/2003 

3111/2003 

3112/2003 

3113/2003 

3114/2003 

3117/2003 

3118/2003 

3119/2003 

3/2CV2003 

3/21/2003 

3/24/2003 

US Army Corps of Engineers 

Washington Aqueduct Laboratory 

lab Certificatlon Number: DC00005 

McMillan Entry Point Alkalinity Report 

Report Date: 7f7/2003 

Location Parameter Result 

JS • South ClearweU Alkalinity 83 

JS • South Clearwel Alkalinity 81 

JS • South ClearweU Alllalinity 83 

JS • South aearwell Alkalinity 77 

JS • South Clearwel Alllalinity 77 

JS • South Clearwell Alkalinity 79 

JS • South Clearwel Alllalinity 81 

JS • South Clearwell Alkalinity 80 

JS • South Clearwel Alkalinity 82 

JS - South ClearweM Alkalinity 74 

JS • South Clearwen Alkalinity 69 

JS • South Clearwel Alkalinity 64 

JS • South ClearweQ Alkalinity 54 

JS • South ClearweD Alkalinity 52 

JS • South Clearwen Alkalinity 51 

JS • South Clearwel Alllalinity 49 

JS • South ClearweU Alkalinity 49 

JS - South Clearwel Allcalinity 49 

JS • South Clearwell Alkalinity 47 

JS - South Clearwen Alkalinity 46 

JS • South Clearwel Alkalinity 45 

JS • South Clearwell Alkalinity 45 

JS • South Clearwel Alkalinity 46 

JS • South Clearwen Alkalinity 47 

JS • South Clearwel Alkalinity 46 

JS - South Clearwell Alkalinity 45 

JS- South Clearwen Alkalinity 46 

5900 MacMhur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

mgll 

mgJl 

mg/L 

mg/L 

mgJl 

mgll 

mgJl 

mgJl 

mgiL 

mg/L 

mgJl 

mgJl 

mgJl 

mgiL 

mg/L 

mgiL 

mg/L 

mgiL 

mg/L 

mgJl 

mgiL 

mg/L 

mg/L 

mg/L 

mgiL 

mg/L 

mgiL 



...... ......... . .... .... 

US Army Corps of Engineers 

Washington Aqueduct Laboratory 

lab Certification Number: DC00005 

McMillan Entry Point Alkalinity Report 

Report Date: 7f712003 

Collection Date: Location Parameter Result 

312512003 JS - South Clearwell Alkalinity 46 mgll 

312612003 JS - South Clearwell Alkalinity 46 mgll 

312712003 JS - South Clearwell Alkalinity 43 mg/l 

312812003 JS - South ClearweU Alkalinity 44 mgll 

313112003 JS - South Clearwell Alkalinity 48 mg/l 

4/112003 JS - South Clearwell Alkalinity 47 mgll 

41212003 JS - South Clearwell Alkalinity 50 . mg/l 

4/312003 JS - South Clearwell Alkalinity 53 mgJL 

4/412003 JS - South Clearwell Alkalinity 61 mg/l 

4f712003 JS - South ClearweR Alkalinity 61 mgll 

4/812003 JS - South Clea!Well Alkalinity 61 mgll 

41912003 JS - South ClearweU Alkalinity 63 mgll 

4/1012003 JS - South Clearwell Alkalinity 62 mgll 

4/1112003 JS - South Clearweft Alkalinity 60 mgll 

411412003 JS - South ClearweU Alkalinity 59 mg/l 

4/1512003 JS - South Clearwel Alkalinity 54 mgll 

4/1612003 JS - South Clearwell Alkalinity 53 mg/l 

411712003 JS • South Clearwel Alkalinity 51 mgll 

4/1812003 JS - South Clearwell Alkalinity 50 mgll 

412112003 JS - South Clearwel Alkalinity 50 mg/l 

412212003 JS - South Clearwell Alkalinity 53 mg/l 

412312003 JS - South Clearwel Alkalinity 57 mg/l 

4/2412003 JS - South Clearwell Alkalinity 53 mgll 

412512003 JS - South Clearweft Alkalinity 57 mg/l 

4128/2003 JS - South Clearwell Alkalinity 67 mgll 

412912003 JS - South ClearweD Alkalinity 54 mgll 

4/3012003 JS - South Clearwell Alkalinity 65 mgll 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 



Collection Date: 

511/2003 

51212003 

51512003 

516/200~ 

5{7/2003 

518/2003 

519/2003 

5112/2003 

511312003 

5114/2003 

511512003 

5116/2003 

5119/2003 

5120/2003 

5121/2003 

5122!2003 

512312003 

5127/2003 

5/28/2003 

5129/2003 

513012003 

61212003 

6/3/2003 

6/4/2003 

6/5/2003 

6/6/2003 

6/9/2003 

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

McMillan Entry Point Alkalinity Report 

Report Date: 7f712003 

Location Parameter 

JS - South Ciearwell Alkalinity 

JS - South Ciearwell Alkalinity 

JS - South ClearweH Alkalinity 

JS- South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS- South Clearwell Alkalinity 

JS - South Ciearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Ciearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS- South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwen Alkalinity 

JS- South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Ciearwen Alkalinity 

JS- South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

JS - South Clearwell Alkalinity 

Result 

77 

73 

71 

70 

73 

73 

76 

72 

68 

68 

64 

61 

49 

48 

46 

44 

45 

50 

49 

51 

51 

52 

50 

51 

55 

55 

54 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

mg/L 

mg/L 

mg/L 

mg!L 

mg/L 

mg!L 

mg/L 

mg!L 

mg/L 

mg/L 

mg/L 

mg/L 

mg/L 

mg!L 

mg/L 

mg!L 

mg!L 

mg!L 

mg/L 

mg/L 

mg!L 

mg/L 

mg/L 

mg!L 

mg/L 

mg!L 

mg!L 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

McMillan Entry Point Alkalinity Report 

Report Date: 7/712003 

Collection Date: Location Parameter Result 

6/1012003 JS - South Clearweft Alkalinity 52 mgll 

6/1112003 JS - South Clearwen Alkalinity 51 mg/L 

6/1212003 JS - South Clearwell Alkalinity 49 mgll 

6/1312003 JS - South Clearwen Alkalinity 50 mg/L 

6/16/2003 JS - South Clearwell Alkalinity 51 mgll 

6/1712003 JS - South ClearweM Alkalinity 51 mgll 

6/1812003 JS - South Clearwell Alkalinity 46 mgll 

6/1912003 JS - South Clearwell Alkalinity 48 mg/L 

612012003 JS - South Clearwen Alkalinity 51 mg/L 
. 

612312003 JS - South Clearwell Alkalinity 52 mg/L 

6/2412003 JS - South Clearwell Alkalinity 53 mg/L 

612512003 JS - South ClearweU Alkalinity 53 mg/L 

612612003 JS- South Clearwell Alkalinity 54 mg/L 

7/712003 

. Reviewed By: Elizabeth T,umer, Laboratory Manager Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax {202) 764-2401 



US Army Corps of Engineers 

Washington Aqueduot.Laboratory 
lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 711712003 

Report Number: WQP- W0301122 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 1/2212003 

Sample Number Location 

Sampler: 

0301 122-002 L-3 • Department of 

G. COX Received Date and lime: 

Co llection Type Parameter 
Time 

Agriculture, 12th & C St. 9:35 
Dist. 

NW 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 
Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

1/2212003 3:16:02 PM 

Method Result 

SM2320B 81.8 

SM350<>-Ca 45 

SM2510B 390 

COMP NO 

COMP 8.09 

COMP 7.4 

COMP 3.00 

Received By: 

Analysis 
Date 

mg/L 112812003 

mgiL 1/27/2003 

umhos/c 1124/2003 
m 
mg/L 112212003 

1/2212003 

:c 1/22/2003 

mg/L 112212003 

7/17/2003 

Date 

5900 MacAr!hur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

jford 

Analyst 

DCar1 

BMoody 

BMoody 

Scollector 

Scollector 

Scollector 

Scollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP· W0301151 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 1/27/2003 

Sample Number Location 

Sampler: G. COX 

Collection 
0301151·004 l-6 ·Amidon Elementary, Time 

4th & I St. SW 10:20 

Received Date and Time: 

Type Parameter 

· oist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Tumer, Laboratory Manager 

1/27/2003 3:08:38 PM 

Method Result 

SM2320B 97.9 

SM3500-Ca 44 

SM2510B 402 

COMP NO 

COMP 8.15 

COMP 6:9 

COMP 3.50 

Received By: 

Analysis 
Date 

mg/l 1/28/2Q03 

mgiL 2/4/2003 

umhos/c 1/31/2003 
m 
mgll 1/27/2003 

1/27/2003 

:c 1/27/2003 

mgll 1/27/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764·0732 Fax (202) 764·2401 

jford 

Analyst 

Dear! 

BMoody 

DO Brien 

Gcox 

Gcox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117/2003 

Report Number: WOP- W0301158 
Bureau of Water Services 

301 Bryant Street. NW 

Collection Date: 1/2812003 

Sample Number Location 

Sampler. 

0301158-005 3H-4 - FH #22, 5760 
Georgia Ave. NW 

Reviewed By: 

G. COX Received Date and Time: 

Collection Ty pe Parameter 
Time 

Dist. 
11:20 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Elizabeth Turner, Laboratory Manager 

1/2812003 3:21:27 PM 

Method Result 

SM2320B 87.1 

SM 3500-Ca 45 

SM2510B 372 

COMP NO 

COMP 8.19 

COMP 5.5 

COMP 3.32 

Received By: 

Analy~ls 

Date 

mg/L 2/4/2003 

mg/L 2/4/2003 

umhosfc 213/2003 
m 

mg/L 1/2812003 

1/2812003 

:c 1/2812003 

mg/L 1/28/2003 

7117/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

BMoody 

Analyst 

Dcarl 

BMoody 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Report Number: WOP- W0301166 
Bureau of Water Services 
301 Bryant Street, NW 

Collection D<!te: 1/2912003 

Sample Number Location 

Sampler: G. COX 

Collection 
0301166.005 1H-13- McDonalds, 228 Tlme 

New York Avenue NE 10:50 

Received Date and Time: 

Type Parameter 

Dist 

Alkalinity 
Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

1/29/2003 3:52:08 PM 

Method Result 

SM2320B 80.0 

SM3500-Ca 46 

SM2510B 380 

COMP NO 

COMP 8.18 

COMP 5.7 

COMP 3.40 

Received By: 

Analysis 
Date 

mg/h 2/4/2003 

mg/L 2/4/2003 

umhos/c 1/31/2003 
m 
mg/L 1/29/2003 

1/29/2003 

:c 1/29/2003 

mg/L 1129/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

jford 

Analyst 

Dcar1 

BMoody 

DO Brien 

Scollector 

Scollector 

Scollector 

Scot lector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Seema Bhat Report Number: WOP- W0301171 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 1/3012003 Sampler. E . COX 

Sample Number Location Collection 

0301171.00S L-7 - South #West Health Time 

Center, 850 Delaware SW 10:40 

Received Date and Time: 

Type Parameter 

Dist 

Alkalinity 

Calcium 

Conductivity 

FreeCI2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

1130/2003 3:42:53 PM 

Method Result 

SM2320B 92.3 

SM35DO-Ca 49 

SM2510B 404 

COMP ND 
COMP 8.11 

COMP 8.0 

COMP 3.28 

Received By: 

Analysis 
Date 

mgiL 21512003 

mgiL 2/4/2003 

umhoslc 2/7/2003 
m 
mg/L 216/2003 

2/6/2003 

:c 2/6/2003 

mg/L 2/6/2003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

LNeal 

A nalyst 

Dear! 

BMoody 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector 



. US Army Corps of Engineers 

Washington Aqueduct Laboratory 
lab Certification Number. DC00005 

Water Quality Parameter Report 

Dis !tid of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Seema Bhat Report Number. WOP- W0302011 
Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 21312003 

Sample Number Location 

Sampler: G. COX 

Collection 

0302011-007 4H-2 - McDonald's, 7425 Time 

Georgia Ave NW 10:20 

Received Date and Tlme: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

FreeCI2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

21312003 3:24:29 PM 

Method Result 

SM2320B 99.4 

SM350Q-Ca 51 

SM2510B 406 

COMP NO 

COMP 8.17 

COMP 6.3 

COMP 3.50 

Received By: 

Analysis 
Date 

mgiL 211112003 

mgiL 211112003 

umhoslc 21312003 
m 

mgiL 21312003 

21312003 

:c 21312003 

mgiL 21312003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

LNeal 

Analyst 

Dear! 

BMoocly 

DOBrien 

Gcox 

Goox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Seerna Bhat Report Number: WQP- W0302037 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 21612003 

Sample Number . Location 

Sampler: 

0302037-006 L-8- DC Inspection 

E. COX 

Collection 
Time 

Station, 1001 Half St. SW 11:20 

Received Date and lime: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

TotaiCL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

2/6/2003 3:13:14 p~ 

Method Result 

SM2320B 89.6 

SM 3500-ca 49 

SM2510B 428 

COMP NO 

COMP 8.10 

COMP 8.2 

COMP 3.26 

Received By: 

Analys is 
Date 

mg/L 2/1112003 

mgll 2/1112003 

umhoslc 21712003 
m 
mg/L 216/2003 

21612003 

:c 21612003 

mg/L 21612003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 2Q315 Phone (202) 764-0732 Fax (202) 764-2401 

ZMiatudila 

Analyst 

Dcar1 

BMoody 

DO Brien 

Gcox 

Gcox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP- W0302062 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 2/11/2003 

Sample Number Location 

Sampler. E. COX 

Collection 
0302062...()03 2H-8 ·DC Public Library, Time 

Rhode Island & 18th St. 10:35 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

2/11/2003 3:30:54 PM 

Method Result 

SM2320B 86.1 

SM3500-Ca 47 

SM25108 419 

COMP NO 

COMP 7.76 

COMP 7.7 

COMP 3.18 

Received By: 

Analysis 
Date 

mg/L 2/1312003 

mg/L 2/14/2003 

umhoslc 2/14/2003 
m 
mg/L 2/11/2003 

2/11/2003 

:c 2/11/2003 

mg/L 2/11/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

ZMiatudila 

A~lyst 

Dcarl 

BMoody 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



-·. -- ···· - · ·- - ··- -· -·-- - . - - -- - ~-

US Army Corps of Engine~rs 

W~shington Aqueduct Laboratory 
Lab Certification Number: DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP- W0303067 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 3/11/2003 

Sample Number Location 

Sampler: 

0303067-0Q6 1H-11- FH 13, 1342 
Florida Ave 

Reviewed By: 

G. COX Received Date and Time: 

Collection Type Parameter 
Time 

Dist 
11:00 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Elizabeth Turner, Laboratory Manager 

3/11/2003 1:56:09 PM 

Method Result 

SM2320B 47.2 

SM3500-Ca 35 

SM2510B 384 

COMP 1.20 

COMP 7.39 

COMP 8.4 

COMP 1.50 

Received By: 

Analysis 
Date 

mg/L 3/11/2003 

mg/L 3/14/2003 

umhos/c 3/14/2003 
m 
mg/L 3/11/2003 

3/.11/2003 

:c 3/11/2003 

mg/L 3/11/2003 

7!17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

jford 

Analyst 

TPasquale 

BMoody 

DO Brien 

GCox 

GCox 

GCox 

GCox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: OC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report D~te: 7/1712003 

Report Number: WQP- W0303081 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 3/13/2003 

Sample Number Location 

Sampler. E. COX 

Collection 
0303081-011 1H-2- FH #16, 1018 13th Time 

St.NW 13:15 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

3/13/2003 3:00:00 PM 

Method Result 

.SM2320B 46.2 

SM350Q-Ca 33 

SM 25108 341 

COMP 3.38 

COMP 8.02 

COMP 8.1 

COMP 3.50 

Received By: 

Analysis 
Date 

mg!L 3113/2003 

mg/L 3/1712003 

umhos/c 3/14/2003 
m 
mg/L 3/1312003 

3/13/2003 

:c 3/1312003 

mg/L 3/13/2003 

7/17i2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

ZMiatudila 

Analyst 

TPasquale 

BMoody 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector . 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: OCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117/2003 

Report Number: WQP- W0303106 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 311812003 Sampler. 

Sample Number Location 

0303106.007 L-9- Bureau of Labor 
Statistic, 2 Mass. SE 

E. COX 

Collection 
Time 

11:45 

\ 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

~ .... 
: . . . . 
. . : . 

Reviewed By: Elizabeth Turner, Laboratory Manager 

3118120031:50:00 PM 

Method Result 

SM2320B 51.4 

SM3500-Ca 34 
SM2510B 304 

COMP 3.26 

COMP 7.63 

COMP 11.0 

COMP 3.60 

Received By: 

Analysis 
Date 

mg/L 3/2412003 

mg/L 3/20/2003 

umhos/c 3/1912003 
m 
mg/L 3/1812003 

3/1812003 

:c 3/1812003 

mgll 3/18/2003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 .Phone (202) 764-0732 Fax (202) 764-2401 

ZMiatudila 

Analyst 

Dcart 

BMoody 

DO Brien 

SCollector 

$Collector 

SCollector 

$Collector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water-Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Report Number: WQP- W0303128 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 3/21/2003 

Sample Number Location 

Sampler: 

0303128-001 Anacostia Tank 2 first 
draw 

Reviewed By: 

CUSTOMER Received Date and Time: 3/2f/2003 2:37:18 PM 

Collection Type Parameter Method Res!Jit 
Time 

Dist. 
11:50 

Alkalinity SM2320B 46.8 

Calcium SM350D-Ca 32 

Conductivity SM 25108 292 

~ 
.. 

. ' .. -..... . . . : 
... . . 

' 
Elizabeth Turner, Laboratory Manager 

Received By: 

Analy sis 
Date 

mg/L 3/2412003 

mg/L 3/24/2003 

umhos/c 3/2512003 
m 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

ETumer 

Analyst 

Dear! 

BMoody 

DO Brien 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Report Number: WQP- W0303140 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 312412003 

Sample Number Location 

Sampler. E. COX 

Collection 
030314()-0()8 1 H-5 Ubrary of Congress Time 

11:50 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

·pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

3/24/2003 3:22:30 PM 

Method Result 

SM2320B 47.1 

SM3500-Ca 31 

SM2510B 290 

COMP 3.08 

COMP 8.02 

COMP 16.0 

COMP 3.20 

Received By: 

Analysis 
Date 

mgll 3/31/2003 

mg/L 3127/2003 

umhos/c 312512003 
m 
mg/L 3/24/2003 

3124/2003 

:c 3/24/2003 

mg/L 3124/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764.0732 Fax (202) 764-2401 

8Moody 

Analyst 

Dcar1 

BMoody 

DO Brien 

Gcox 

Gcox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: OC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117/2003 

Report Number: WOP- W0303148 
Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 312512003 

Sample Number Location 

Sampler: E. COX 

Collection 

0303148-011 1H-2- FH #16, 1018 13th Time 

St.NW 13:15 

Received Date and Time: 

Type Parameter 

Dist 

Alkalinity 

Caldum 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

·3/25/2003 3:02:13 PM 

Method Result 

SM2320B 47.5 

SM3500-Ca 32 

SM 2510B 256 

COMP 3.24 

COMP 8.15 

COMP 12.0 

COMP 3.54 

Received By: 

Analysis 
Date 

mgiL 3131/2003 

mgiL 3/31/2003 

umhos/c 4/1/2003 
m 
mg/L 

:c 
mg/L 

7117/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

MScuriock 

Analyst 

Dcar1 

BMoody 

DOBrien 



-· -- ·- ---- - · - .. -

US Army Cor,ps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Seema Bhat Report Number: WOP- W0304028 
Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 4/3/2003 

Sample Number Location 

Sampler: E. COX 

Co llection 

0304028-009 1H-6 - Exxon, 339 Penn. Time 

AveS.E 12:10 

• 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

FreeCI2 

pH 

Temperature 

Total CL2 

~ ' . . ,.. . 
. . . 

. 

Reviewed By: Elizabeth Turner, Laboratory Manager 

4/312003 3:10:53 PM 

Method Result 

SM2320B 53.2 

SM3500-Ca 33 

SM2510B 272 

COMP 3.88 

COMP 8.15 

COMP 17.0 

COMP 4.06 

Received By: 

Analysis 
Date 

mg/L 4/4/2003 

mg/L 4/7/2003 

umhos/c 4/15/2003 
m 

mg/L 4/3/2003 

4/312003 

:c 4/3/2003 

mg/L 4/312003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

LNeal 

Analyst 

Dear! 

BMoody 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP- W0304047 

Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 4/712003 Sampler: 

Sample Number Location 

0304047-011 L-1 - Dept. of Interior, 
1951 Constitution NW 

E. COX 

Collection 
Time 

13:40 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

417/2003 3:20:56 PM 

Method Result 

SM2320B 65.2 

SM 3500-Ca 38 

SM2510B 303 

COMP 3.18 

COMP 8.39 

COMP 13.0 

COMP 3.32 

Received By: · BMoody 

Analysis Analyst 
Date 

mg/L 4/812003 Dcart 

.mg/L 4/1412003 BMoody 

umhos/c 4/15/2003 DO Brien 
m 
mgfL 4/712003 Gcox 

41712003 Gcox 

:c 4/712003 Gcox 

mg/L 4/712003 Gcox 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 



US Army Corps of Engineers 

Washington Aqueduct Laboratory . 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WQP- W0304056 
Bureau of Water Services 
301 Blyant Street, NW 

Collection Date: 4/8/2003 

Sample Number Location 

Sampler: 

0304056-011 A2H-2 3825 Alabama 
Ave.S.E 

EC Received Date and Time: 

Collection Type Parame~r 
Time 

Dist. 
12:55 

Alkalinity 

Calcium 

Conductivity 

FreeCl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

4/8/2003 3:28:56 PM 

Method Result 

SM2320B 60.6 

SM35Qo-Ca 35 

SM2510B 298 

COMP 3.98 

COMP 8.13 

COMP 13.0 

COMP 3.24 

Received By. 

Analysis 
Date 

mg/L 4/10/2003 

mg/L 4/14/2003 

umhos/c 4/16/2003 
m 
mg/L 

:c 
nigtL 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

LNeal 

Analyst 

Ocart 

BMoody 

DO Brien 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 41912003 Sampler: 

ReportDate: 7/17/2003 

RepOrt Number: WQP- W0304064 

E. COX Received Date and lime: 4/912003 3:10:00 PM Received By: 

Sample Number Location Collection Type Parameter Method Result Analysis 

0304064-010 l-13 14TH & V St. S.E Time 
Dist. 

Date 
12:55 

Alkalinity SM2320B 61.3 mgll 4/10/2003 

Calcium SM 3500-Ca 36 mg/l . 4/14/2003 

Conductivity SM 2510B 299 ·Umhos/c 4/16/2003 
m 

Free Cl2 COMP 3.76 mg/l 4/912003 

pH COMP 8.22 41912003 

Temperature · COMP 15.0 :c 4/912003 

TotaiC~. COMP 3.82 mgll 4/912003 

. ~ . .. • • ' 

~ 
' 

7/17/2003 

Reviewed By: Elizabeth Turner, Laboratory Manager Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

ZMiatudila 

Analyst 

Dcarl 

BMoody 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP· W0304088 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 4114/2003 

Sample Number l ocation 

Sampler. 

0304088-011 A1H-4 28th PI & 
Penn.Ave. S.E 

Reviewed By: 

G. COX Received Date and Time: 

Collection Type Parameter 
Time 

Dlst. 
13:10 

Nkallnity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

·~· .. 
' ·· ... · .. . . 

' 
Elizabeth Turner, Laboratory Manager 

4/14/2003 3:04:11 PM 

Method ResuH 

SM2320B 57.8 

SM3500-Ca 35 

SM2510B 291 

COMP 0.20 

COMP 7.86 

COMP 15.0 

COMP 3.62 

Received By: 

Analysis 
Date 

mgll 4/15/2003 

mg/L 4/22/2003 

umhoslc 4/17/2003 
m 
mg/L 4/13/2003 

4/13/2003 

:c 4/1312003 

mg/L 4/1312003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764·0732 Fax (202) 764-2401 

DCARL 

Analyst 

Dcarl 

BMoody 

DO Brien 

Gcox 

Gcox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117f2003 

Report Num~r: WOP· W0304122 
Bureau of Water Services 

301 Bryant Street, NW 

Coneclion Date: 4/17/2003 

Sample Number location 

Sampler: 

0304122-()()1 2H-6 • FH 17, 1227 
Monroe St. NE 

Reviewed By: 

E. COX 

Collection 
Time 

9:15 

. 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free. Cl2 

pH 

Temperature 

Tota1Cl2 

.;11 . 
~ 

Elizabeth Turner, Laboratory Manager 

4/1712003 3:00:00 PM 

Method Result 

SM2320B 51.0 

SM3500-Ca 33 

SM2510B 255 

COMP 0.17 

COMP 7.30 

COMP 15.0 

COMP 3.10 

Received By: 

Analysis 
Date 

mg/l 4121f2003 

mgll 4fl.3f2003 

umhos/c 4/1812003 
m 
mg/L 4/17/2003 

4/17/2003 

:c 4/17(2003 

mg/l 4/17(2003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

ZMiatudila 

Analyst 

Dcart 

BMoocly 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Silas Obasi 

Bureau of Water Services 

301 Bryant Street, NW 

Report Date: 7117/2003 

Report Number: WQP- W0304131 

Collection Date: 4/18/2003 Sampler: SILASOBASI Received Date and Time: 4/18/2003 3:23:45 PM 

Sample Number Location Collection Type Parameter Method Result 

0304131..()19 1500 Massachusetts Ave Time 
Dist. 

NW#813 10:15 

Alkalinity SM2320B 50.8 

Calcium SM3500-Ca 32 

Conductivity SM2510B 257 

Reviewed By: Elizabeth Turner, Laboratory Manager 

Received By: 

Analysis 
Date 

mg/L 4/21/2003 

mg/L 4/2312003 

umhos/c 4/1812003 
m 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

TPasquale 

Analyst 

Dcarl 

BMoody 

DO Brien 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Repbrt Number: WOP· W0304148 
Bureau of Water Services 

301 Bryant Street, N'N 

CoUectlon Date: 4/21/2003 

Sample Number location 

Sampler: 

0304148-002 l-3 ·Department of 

E. COX Received Date and Time: 

Collection Type Parameter 
nme 

Agriculture, 12th & C St. 9:45 
Disl 

NW 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

4/21/2003 3:00:00 PM 

Method Result 

SM2320B 51 .1 

SM3500-Ca 32 

SM2510B 256 

COMP 0.46 

COMP 7.38 

COMP 17.0 

COMP 3.70 

Received By: 

Analysis 
Date 

mgA. 4/24/2003 

mg/L 4/29/2003 

umhos/c 4/2512003 
m 

mg/L 4/21/2003 

4/21/2003 

:c 4/21/2003 

mg/L 4/21/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764.0732 Fax (202) 764·2401 

LNeal 

Analyst 

Dcarl 

BMoocly 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP· W0304167 
Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 412312003 

Sample Number Location 

Sampler: EUGENECOX 

Collection 

0304167..()04 2H-8 • DC Public Library, Time 

Rhode Island & 18th St. 10:25 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 
Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

4/23/2003 3:16:34 PM 

Method Result 

SM2320B 55.9 

SM 3500·Ca 34 

SM2510B 268 

COMP 0.22 

COMP 7.69 

COMP 14.0 

COMP 2.92 

Received By: 

Analysis 
Date 

mgll 4/28/2003 

mg/L 4129/2003 

umhoslc 412512003 
m 

mg/L 4/2312003 

412312003 

:c 4/2312003 

mg/L 4/2312003 

7/ 1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764·0732 Fax (202) 764·2401 

MScur1ock 

Analyst 

Dcar1 

BMoody 

DO Brien 

SCollector 

SCollector 

SCollector 

$Collector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DCOOOOS 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WQP- W0304199 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 4/28/2003 

Sample Number Location 

Sampler: EUGENE COX 

Collection 
0304199-007 4H-2- McDomild's, 7425 Time 

Georgia Ave NW 10:20 

' 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

~ . 
. . . . ..·. - . . . 

Reviewed By: Elizabeth Turner, Laboratory Manager 

4/28/2003 3:10:53 PM 

Method Result 

SM2320B 76.8 

SM3500-Ca 40 

SM2510B 305 

COMP 0.18 

COMP 7.68 

COMP 17.0 

COMP 3.10 

Received By: 

Analysis 
Date 

mgll 5/6/2003 

mg/L 5/1/2003 

umhos/c 4/29/2003 
m 
mg/L 4/28/2003 

4/28/2003 

:c 4/28/2003 

mgll 4/2812003 

7/17/2003. 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764•0732 Fax (202) 764-2401 

MScurtock 

Analyst 

Dcart 

BMoody 

DO Brien 

EugeneC 

EugeneC 

Eugene C 

Eugene C 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 711712003 

Report Number: WQP- W0305007 
Bureau of Water Services 

301 Bryant Street, NW 

CoUection Date: 51112003 

Sample Number Location 

Sampler. E. COX 

Collection 

0305007-004 L-6- Amidon Elementary, Time 
4th & I St. SW 10:20 

Received Date and Time: 

Type Parameter 

Dist 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 
Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

5/112003 3:13:18 PM 

Method Result 

SM2320B 62.9 

SM3500-Ca 39 

SM2510B 312 

COMP 0.31 

COMP 7.65 

COMP 20.0 

COMP 3.36 

Received By: 

Analysis 
Date 

mgiL 5/612003 

mgiL 51512003 

umhoslc 51212003 
m 
mgll 51112003 

511/2003 

:c 51112003 

mg/L 51112003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

BMoody 

Analyst 

Dcar1 

BMoody 

DO Brien 

Gcox 

Gcox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117/2003 

Report Number: WOP- W0305027 
Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 5/512003 

Sample Number Location 

Sampler: E. COX Received Date and Time: 

Collection Type Parameter 

0305027-Q10 1H-2 - FH #16, 1018 13th Time 
Disl 

St.NW 13:05 

Alkalinity 

Calcium 

Conductivity 

FreeCI2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

5/5/2003 3:26:59 PM 

Method Result 

SM2320B 74.6 

SM3500-Ca 40 

SM2510B 305 

COMP 0.17 

COMP 7.85 

COMP 19.0 

COMP 3.92 

Received By: 

Anatysls 
Date 

mg/L 517/2003 

mg/L 5/8/2003 

umnos/c 516/2003 
m 

mgJL 5/512003 

5/512003 

:c 5/512003 

mgJL . 5/512003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

BMoody 

Analyst 

Dear! 

Bmoody 

DO Brien 

Goox 

Goox 

Goox 

Gcox 



---- -- -. . ---

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Silas Obasi Report Number: WQP- W0305047 
Bureau of Water Services 

301· Bryant Street, NW 

Collection Date: 5/7/2003 Sampler: EUGENE COX 

Sample Number Location Collection 

0305047-005 L-7 - South #West Health Time 

Center, 850 Delaware SW 10:45 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

5/7/2003 3:24:05 PM 

Method . Result 

SM2320B 71.1 

SM3500-Ca 41 

SM 2510B 307 

COMP 0.50 

COMP 7.75 

COMP 17.0 

COMP 1.32 

Received By: 

Analysis 
Date 

mgll 5/12/2003 

mg/L 5/1312003 

umhos/c 5/912003 
m 
mg/L 5/7/2003 

5fl/2003 

:c 5/7/2003 

mg/L 5/7/2003 

7/ 17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

MScur1ock 

Anatyst 

Dcar1 

Bmoody 

DO Brien 

Scoilector 

Scollector 

Scollector 

Scollector· 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
l,.ab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Report Number: WOP- W0305078 
Bureau of Water Services 
301 Bryant Street, NW 

CoUection Date: 511212003 

Sample Number Location 

Sampler: 

0305078.()06 L-8 - DC Inspection 

E. COX 

Collection 
Time 

Station, 1 001 Half St. SW 11:10 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total Cl2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

5/1212003 3:01:30 PM 

Method Result 

SM2320B 74.7 

SM3500-Ca 42 

SM2510B 309 

COMP 0.26 

COMP 7.74 

COMP 19.0 

COMP 4.04 

Received By: 

Analysis 
Date 

mg/L 5116/2003 
mg/L 5119/2003 

umhos/c 5114/2003 
m 
mg/L 5/1212003 

511212003 

:c 5/12/2003 

mg/L 5/1212003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

DCARL 

Analyst 

Dear! 

BMoody 

DO Brien 

Gcox 

Gtox 

Gcox 

Gcox 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Bureau of Water Services 
301 Bryant Street, NW 

Report Number: WQP- "!'0305142 

Collection Date: 512012003 Sampler. E. COX Received Date and TUlle: 512012003 3:28:03 PM 

Sample Number Location Collection Type Parameter Method Result 

0305142-012 l-1 - Dept of Interior, Time 
Dist. 

1951 Constitution NW 13:40 

Alkalinity SM2320B 48.98 

calcium SM3500-Ca 33 

Conductillity SM2510B 247 

Free Cl2 ' COMP 0.37 

pH COMP 7.96 

Temperature COMP 18.0 

Total Cl2 COMP 3.86 

Reviewed By: Elizabeth Turner, Laboratpiy Manager 

Received By: 

Analysis 
Date 

mg/L 5/1512003 

mg/l 512812003 

umhos/c 5123/2003 
m 
mg/L 5/2012003 

5120/2003 

:c 512012003 

mgll 5120/2003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

KGreen 

Analyst 

Kgreen 

BMoody 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WQP- W0305150 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 5/21/2003 

Sample Number Location 

Sampler: E. COX 

Collection 
0305150-005 1H-13·· McDonalds, 228 Time 

New York Avenue NE 10:50 

Received Date and Time: 

Type · Parameter 

Dist. 

Alkalinity 

Calcium · 

Conductivity 

Free Cl2 

pH 

Temperature 

Tota1Cl2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

5/21/2003 3:13:44 PM 

Method Result 

SM2320B 48.36 

SM3500-Ca 33 

SM2510B 247 

COMP 0.41 

COMP. 7.48 

COMP 19.0 

COMP 4.02 

Received By: 

Analysis 
Date 

mg/L 5/23/2003 
mg/L 6/2/2003 

umhos/c 5/2312003 
m 
mgll 5/21/2003 

5/21/2003 

:c 5/21/2003 

mg/L 5/21/2003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 fax (202) 764-2401 

KGreen 

Analyst 

Kgreen 

BMoody 
DOBrien . 

Scollector 

Scollector 

Scollector 

Scollector 



- ·· - · · · · · · · · -

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

~eport Date: 7/17/2003 

Report Number: WQP- W0305188 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 5/2812003 Sampler: E. COX 

Sample Number Location Collection 
0305188-012 L-12 5000 Overlook Ave Time 

S.W/info.Technology Bldg 13:25 

Received Date and Time: 

Type Parameter 

Dist 

Alkalinity 

Calcium 

Conductivity 

Free 02 

pH 

Tempere~ture 

TotaiCL2 

.~ ·. ·. -~ 
. 

Reviewed By: Elizabeth Turner, Laboratory Manager 

5/28/2003 3:45:44 PM 

Method Result 

SM2320B 50.08 

SM3500-Ca 34 
SM2510B 258 

COMP 0.25 

COMP 7.75 

COMP 19.0 

COMP 3.90 

Received By: 

Analysis 
Date 

mg!L 513012003 

mg/L 6/312003 

umhos/c 5130/2003 
m 
mg/L 512812003 

5128/2003 

:c 512812003 

mg/L 5128/2003 

7/1712003 

Date 

5900 MacArtl]ur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

KGreen 

A nalyst 

Kgreen 

BMoody 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117/2003 

Report Number: WQP- W0306010 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 612/2003 Sampler: E. COX 

Sample Number Location Collection 

030601 0-005 L-7 - South #West Health Time 

Center, 850 Delaware SW 10:40 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium· 

Conductivity 

Free Cl2 

pH 

Temperature 

TotaiC~ 

Reviewed By: Elizabeth Turner, Laboratory Manager 

6/2/2003 3:34:51 PM 

Method Result 

SM2320B 53.74 

SM3500·Ca 35 

SM2510B 273 

COMP 0.40 

COMP 7.69 

COMP 23.0 

COMP 2.92 

Received By: 

Analysis 
Date 

mg/L 6/4/2003 

mg/L 6/9/2003 

umhos/c -61312003 
m 
mg/L 6/2/2003 

6/2/2003 

:c 6/2/2003 
mg/L 6/2/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

KGreen 

Analyst 

Kgreen 

BMoody 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP- W0306061 
Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 61912003 

Sample Number Location 

Sampler: 

0306061-Q11 A1H-4 28th PI & 
Penn.Ave. S.E 

Reviewed ~y: 

E. COX Received Date and lime: 

Collection Type Parameter 
'Time 

Dist. 
13:30 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

TotaiCL2 

~ . ._. :' . 

;,.· . . . . 
. 

Elizabeth Turner, Laboratory Manager 

619/2003 3:08:07 PM 

Method Result 

SM2320B 55.8 

SM 350<>-Ca 35 

SM2510B 274 

COMP 0.17 

COMP 7.70 

COMP 19.0 

COMP 3.86 

Received By: 

Analys is 
Date 

mg/L 6/1312003 

mg!L 612412003 

umhos/c 6/11/2003 
m 
mg!L 6/912003 

6/912003 

:c 61912003 

mg/L 6/9/2003 

7/1712003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

KGreen 

Analyst 

Kgreen 

DOBrien 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Bureau of Water Services 
301 Bryant Street, NW 

Collection Date: 6/1012003 Sampler: 

Report Date: 7/17/2003 

Report Number: WOP· W0306074 

E. COX Received Oate and lime: 6/10/2003 3:16:06 PM Received By: 

Sample Number · Location Collection Type Parameter Method ResuH Analysis 

0306074-006 L·8 ·DC Inspection Time 
Dis!. 

Date 

Station, 1 001 Half St. SW 11:05 

Alkalinity SM2320B 54.0 mg/L 6/16/2003 

Calcium SM3500·Ca 36 mg/L 6/24/2003 

Conductivity SM 2510B 251 umhoslc 6/13/2003 
m 

Free Cl2 COMP 0.15 mg/L 6/10/2003 

pH COMP 7.75 6/10/2003 

Temperature COMP 18.0 :c 6/10/2003 

Total CL2 COMP 3.08 mg/L 6/10/2003 

Sample Number Location Collection Type Parameter Method Result Analysis 

0306074-007 L·9 • Bureau of Labor Time 
Dis!. 

Date 

Statistic, 2 Mass: SE 11:35 

Alkalinity SM2320B 55.0 mg/L 6/16/2003 

Calcium SM3500·Ca 36 mg/L 6/24/2003 

Conductivity SM2510B 266 umhos/c 6/13/2003 
m 

Free Cl2 COMP 0.16 mg/L 6/10/2003 

pH COMP 7.75 6/10/2003 

Temperature COMP 21 .0 :c 6/10/2003 

TotaiCL2 COMP 3.60 mg/L 6/10/200:3 

7/17/2003 

Reviewed By: Elizabeth Turner, Laboratory Manager Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764·0732 Fax (202) 764·2401 

KGreen 

Analyst 

Kgreen 

DO Brien 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 

Analyst 

Kgreen 

DO Brien 

DO Brien 

Scollector 

Scollector 

Scollector 

Scollector 



- -_ .,. ____ - - -

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report . 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/17/2003 

Report Number: WOP- W0306115 
Bureau of Water Sefvices 
301 Btyant Street, NW 

Collection Date: . 6/16/2003 

Sample Number Location 

Sampler: E. COX 

Collection 
0306115-008 1 H-5 Ubrary of Congress Time 

12:00 

' 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cl2 

pH 

Temperature 

Total CL2 

~
.· . . 

..... ' . .. ·' : 

. . ~ •' -· . .' ·:· 

Reviewed By: Elizabeth Turner, Laboratory Manager 

6/16/2003 3:26:23 PM 

Method Result 

SM2320B 51.2 

SM3500-Ca 33 

SM2510B 253 

COMP 0.14 

COMP 7.82 

COMP 22.0 

COMP 3.32 

Received By: 

Analysis 
Date 

mg/L 6/1912003 

mgfl 6/27/2003 

umhoslc 6/20/2003 
m 
mg/L 6/16/2003 

6/16/2003 

:c 6/16/2003 

mg/L 6/16/2003 

7117/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

KGreen 

Analyst 

KGreen 

DO Brien 

DO Brien 

Soollector 

Soollector 

Soollector 

Soollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number. DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Report Number: WOP· W0306135 
Bureau of Water ~rvioes 

301 Bryant Street, NW 

Collection Date: 6/18/2003 

Sample Number Location 

Sampler: 

0306135-011 A2H-2 3825 Alabama 
Ave.S.E 

E. COX 

Collection 
Time 

14:00 

Received Date and Time: 

Type Parameter 

Dist. 

Alkalinity 

Calcium 

Conductivity 

Free Cf2 

pH 

Temperature 

Total CL2 

Reviewed By: Elizabeth Turner, Laboratory Manager 

6/18/2003 3:55:22 PM 

Method Result 

SM2320B 57.6 

SM3500-Ga 36 

SM2510B 263 

COMP 0.10 

COMP 8.00 

COMP 22.0 

COMP 2.86 

Received By: 

Analysis 
Date 

mg!L 6/26/2003 

mg/L 6/27/2003 

umhoslc 6/2512003 
m 

mg/L 6/18/2003 

6/18/2003 

:c 6/18/2003 

mg/L 6/18/2003 

7/17/2003 

Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Pho.ne (202) 764-0732 Fax (202) 764-2401 

KGreen 

Analyst 

KGreen 

D9Brien 

DOBrien 

Scollector 

Soollector 

Scollector 

Scollector 



__ ,.,. _ ... -- - .. --

US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: OC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7/1712003 

Bureau of Water Services 

301 Bryant Street, NW 

Collection Date: 612312003 Sampler: 

Report Number: WOP- W0306165 

E. COX Received Date and Time: 612312003 2:56:00 PM Received By: 

Sample Number Location Collection Type Parameter Method Result Analysis 

0306165-009 1H-6 - Exxon, 339 Penn. Time 
Oist. 

Date 

AveS.E 12:30 

Alkalinity SM2320B 50.3 mgiL 7/112003 

Calcium SM3500-Ca 33 mg/L 71212003 

Conductivity SM2510B 269 umhoslc 6125/2003 
m 

Free Cl2 COMP NO mgiL 6/2312003 

pH COMP 7.85 6/2312003 

Temperature COMP 22.0 :c 612312003 

Total CL2 COMP 3.48 mg/l 6/2312003 

Sample Number Location Co llection Type Parameter Method Result Analysis 

0306165-010 L-13 14TH & V St. S.E Time 
Dis!. 

Date 

12:55 

Alkalinity SM2320B 61 .9 mgiL 7/112003 

Calcium SM3500-Ca 36 mgiL 7/912003 

Conductivity SM2510B 280 umhoslc 612512003 
m 

Free Cl2 COMP NO mg/l 6/23/2003 

pH COMP 7.91 612312003 

Temperature COMP 22.0 :c 6/23/2003 

Total CL2 COMP 3.48 mg/L 6123/2003 

7/17/2003 

Reviewed By: Elizabeth Turner, Laboratory Manager Date 

5900 MacArthur Blvd. NW, Washington. DC 20315 Phone (202) 764-0732 Fax (202) 764-2401 

KGreen 

Analyst 

KGreen 

DO Brien 

DO Brien 

SCollector 

$Collector 

SCollector 

SCollector 

Analyst 

KGreen 

DO Brien 

DO Brien 

SCollector 

SCollector 

SCollector 

SCollector 



US Army Corps of Engineers 

Washington Aqueduct Laboratory 
Lab Certification Number: DC00005 

Water Quality Parameter Report 

District of Columbia Water and Sewer 
Authority 

Report Date: 7117/2003 

Bureau of Water Services 
301 Bryant Street, NW 

Collecticin Date: 6/2512003 Sampler: 

Report Number: WOP- W0306183 

E. COX Received Date and Time: 6/25/2003 3:29:04 PM Received By: 

Sample Number Location Collection Type Parameter Method Result Analysis 

0306183-006 1H-11- FH 13, 1342 Time 
Dist. 

Date 

Florida Ave 11 :15 

Alkalinity SM2320B 53.7 mgll 7/2/2003 

Calcium SM3500-Ca 35 mg/L 7/9/2003 

Conductivity SM 25108 272 umhos/c 6/26/2003 
m 

Free Cl2 COMP 0.55 mg/L 6/25/2003 

pH COMP 7.88 6/2512003 

Temperature COMP 23.0 :c 6/25/2003 

Total CL2 COMP 3.88 mg/L 6/2512003 

Sample Number Location Collection Type Parameter Method Result Analysis 

0306183-015 2H-2 4811 .MacArthur Time 
Dist. 

Date 

Blvd N.W 14:35 

Alkalinity SM2320B 60.6 mgll 7/212003 

Calcium SM3500-Ca 36 mg/L 7/9/2003 

Conductivity SM 2510B 270 umhoslc 6/26/2003 
m 

Free Cl2 COMP 0.41 mg/L 6/2512003 

pH COMP 7.98 6125/2003 

Temperature COMP 22.0 :c 6/25/2003 

Total CL2 COMP 3.08 mg/L 6125/2003 

7/17/2003 

Reviewed By: Elizabeth Turner, Laboratory Manager Date 

5900 MacArthur Blvd. NW, Washington DC 20315 Phone (202) 764-0732 Fax (202) 764--2401 

KGreen 

Analyst 

KGreen 

DO Brien 

DO Brien 

Soollector 

Soollector 

Soollector 

Soollector 

Analyst 

KGreen 

DO Brien 

DO Brien 

Soollector 

Soollector 

Soollector 

Soollector 




